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VESTIBULE
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STAIR - B
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STAIR - C
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STAIR - A

# G03 - A
VESTIBULE

# G03
LOBBY

# G03-B
MECH. RM.
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TRASH RM.
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(100'-0")

(101'-9") (101'-9")

(100'-0")

(100'-0")

ELEV. PIT
SUMP

AIR EXHAUST
- BY MECH.

AIR INTAKE
- BY MECH.

radon vent
- coordinate location
  w/ mech -typ.

radon vent
- coordinate location
  w/ mech -typ.
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b B
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9 16
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DN

# 126
COMMUNITY RM.

# 101
IBC TYPE 'B'

3 BDRM END-MIR

# 102
IBC TYPE 'B'
3 BDRM END

# 106
IBC TYPE 'B'

2 BDRM

# 108
IBC TYPE 'B'

3 BDRM

# 118
IBC TYPE 'B'

2 BDRM

# 120
IBC TYPE 'B'

2 BDRM

# 105
IBC TYPE 'B'

3 BDRM

# 107
IBC TYPE 'B'

1 BDRM

# 109
IBC TYPE 'B'

2 BDRM

# 117
IBC TYPE 'A'

2 BDRM

# 119
IBC TYPE 'A'

1 BDRM

# 121
IBC TYPE 'B'

2 BDRM

# 125
IBC TYPE 'B'
3 BDRM END

# 111
MECH. RM.

# 113
STAIR - B

# 100 - B
CORRIDOR

ELEVATOR
(3500 LB)

# 112
ELEV. LOBBY

#112-A
TRASH

# 114
FITNESS RM.

WORK SPACE
# 110-B

OFFICE 01
# 110-C

CONF. RM.
# 110-A

OFFICE LOBBY
# 110

# 100 - A
VENDING

# 124
ELEC. RM.

# 100 - C
CORRIDOR

# 122
STAIR - C

# 104
STAIR - A

# 100
CORRIDOR

# 100
CORRIDOR
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307'-3"
O.F. SHTG TO O.F. SHTG

# 116
TOILET

OFFICE 02
# 110-D

11 2"
64

'-0
"

11 2"

112"

up

dn

up

dn

DN

fire partition
see detail:

fire partition
see detail:

radon vent
- coordinate location
  w/ mech -typ.

radon vent
- coordinate location
  w/ mech -typ.

floor plan legend
-X

- SEE SHEET a-0.3 & a-0.4
DENOTES WALL TYPE

-
- SEE SHEET a-13.5
DENOTES WINDOW TYPE

-
- SEE SHEET a-13.1
DENOTES OPENING TYPE

DENOTES ACCESSIBLE CLEAR
TURNING SPACE

-

DENOTES FIRE EXT. & CABINET
- SEE DETAIL:

-

DENOTES FIRE EXT.-

ACCESSIBLE UNIT-

DENOTES CLEAR FLOOR AREA-

XXX

ACCESSIBLE COMMUNICATION FEATURES-

X

IBC TYPE 'A' UNIT-

ROOM NAME TAG-

RADON VENT PIPE
- SEE SECTION :

-
(02/ A-8.2)

(06/ A-12.1)

FIRST FLR. UNIT MATRIX
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101 3-BED-E 1262 B

102 3-BED-E 1262 B

105 3-BED 1299 B

106 2-BED 1038 B

107 1-BED 690 B

108 3-BED 1299 B

109 2-BED 1038 B

117 2-BED 1038 A X

118 2-BED 1038 B

119 1-BED 690 A X

120 2-BED 1038 B

121 2-BED 1038 B

125 3-BED-E 1262 B

GENERAL footing and foundation NOTES
1. MINIMUM CLEAR HEIGHT IN GARAGE IS TO BE 8'-4" TYP.
2. GARAGE PARKING STALL STRIPING IS TO BE 4" WIDE TYP.
3. HATCHED AREAS IN PARKING GARAGE TO BE 4" WIDE PERIMETER STRIPING W/ 4" WIDE STRIPES 2' 0.C. TYP.
4. parking stall numbers shown on plan are for reference only, and are not to be painted on the floor
5. FOOTING SLEEVES ARE TO BE INSTALLED AT ALL LOCATIONS WHERE DRAINTILE INTERSECTS THE FTG. SEE DETAIL:
6. all radon mitigation pipe and rain leader locations to be coordinated with mechanical contractor,
   vents are not to exceed 3,000 sqft
7. vapor barrier to be installed beneath floor slab, refer to specifications
8. for minimum frost cover, see structural

GENERAL FLOOR PLAN NOTES
1) ALL SQUARE FOOTAGES SHOWN ON PLANS ARE FOR BUILDING code COMPLIANCE, CONTRACTOR IS RESPONSIBLE
   FOR ALL QTY AND AREA CALCULATIONS AND TAKEOFFS
2) ALL DIMENSIONS ARE TO CENTER-LINE OF FRAMING OR FACE OF STUD (U.n.o.)
3) SHEAR WALL LOCATIONS SHOWN ON ARCHITECTURAL PLANS ARE F0R REPRESENTATION ONLY, SEE
   STRUCTURAL PLANS FOR FINAL LOCATIONS AND METHODS USED
4) IF WALL TYPE IS NOT INDICATED ON PLAN, WALL SHALL BE "W4" SEE DETAIL: (15/ a-0.3)
5) FOR FLOOR FINISH TRANSITIONS AND FURNITURE LAYOUTS, SEE INTERIOR FINISH PLANS
7) provide blocking in walls for future installation of grab bars in all units  Similar TO ACCESSIBLE UNITS
8) AT IBC Type 'A' units electrical contractor to prep for hardwired door bell at unit entry door
9) exterior sheathing is to lap stud at panel joints typical, see detail:
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SCALE:

Overall Garage Floor Plan
1/16" = 1'-0"
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SCALE:

Overall First Floor Plan
1/16" = 1'-0"

02

A-2.0

N

m
a
tc

h 
li
ne

m
a
tc

h 
li
ne

plan
19,741 sqft
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for FIRST floor plan
area 'A' see:

for FIRST floor plan
area 'b' see:

for garage floor plan
area 'A' see:

for garage floor plan
area 'b' see:
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# 201
IBC TYPE 'B'

3 BDRM END-MIR

# 202
IBC TYPE 'B'
3 BDRM END

# 206
IBC TYPE 'B'

2 BDRM

# 208
IBC TYPE 'A'

3 BDRM

# 218
IBC TYPE 'B'

2 BDRM

# 220
IBC TYPE 'B'

2 BDRM

# 205
IBC TYPE 'B'

3 BDRM

# 207
IBC TYPE 'B'

1 BDRM

# 209
IBC TYPE 'B'

2 BDRM

# 217
IBC TYPE 'B'

2 BDRM

# 219
IBC TYPE 'B'

1 BDRM

# 221
IBC TYPE 'B'

2 BDRM

# 225
IBC TYPE 'B'
3 BDRM END

# 226
IBC TYPE 'B'

3 BDRM END-MIR.

# 211
IBC TYPE 'B'

1 BDRM

# 210
IBC TYPE 'B'

1 BDRM

# 212 - B
STORAGE

# 212
ELEV. LOBBY

# 212 - A
TRASH

# 212-c
MECH.

ELEVATOR
(3500 LB)

# 200
CORRIDOR

# 200
CORRIDOR

# 222
STAIR - C

# 214
MECH. / LOW VOLT.

1
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b B

c C
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307'-0"

307'-3"
O.F. SHTG TO O.F. SHTG

112"

fire partition
see detail:

fire partition
see detail:

up

dn

up

dn

radon vent
- coordinate location
  w/ mech -typ.

radon vent
- coordinate location
  w/ mech -typ.
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11 2"

# 204
STAIR - A

# 301
IBC TYPE 'B'

3 BDRM END-MIR

# 302
IBC TYPE 'B'
3 BDRM END

# 306
IBC TYPE 'B'

2 BDRM

# 308
IBC TYPE 'B'

3 BDRM

# 318
IBC TYPE 'B'

2 BDRM

# 320
IBC TYPE 'B'

2 BDRM

# 305
IBC TYPE 'B'

3 BDRM

# 307
IBC TYPE 'B'

1 BDRM

# 309
IBC TYPE 'B'

2 BDRM

# 317
IBC TYPE 'B'

2 BDRM

# 319
IBC TYPE 'B'

1 BDRM

# 321
IBC TYPE 'B'

2 BDRM

# 325
IBC TYPE 'B'
3 BDRM END

# 326
IBC TYPE 'B'

3 BDRM END-MIR.

# 311
IBC TYPE 'B'

1 BDRM

# 310
IBC TYPE 'B'

1 BDRM

ELEVATOR
(3500 LB)

# 300
CORRIDOR

# 300
CORRIDOR

# 322
STAIR - C

# 312 - B
MAINT. RM.

# 312
ELEV. LOBBY

# 312 - A
TRASH

# 312 - C
MECH. RM.

# 314
STORAGE

1
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b B

c C
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2
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D

3 5 7 13 17

4 6 8 12

a

11

14

9 16

10 17

307'-0"

307'-3"
O.F. SHTG TO O.F. SHTG

11 2" 11 2"

fire partition
see detail:

fire partition
see detail:

up

dn

up
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radon vent
- coordinate location
  w/ mech -typ.

radon vent
- coordinate location
  w/ mech -typ.
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# 304
STAIR - A

floor plan legend
-X

- SEE SHEET a-0.3 & a-0.4
DENOTES WALL TYPE

-
- SEE SHEET a-13.5
DENOTES WINDOW TYPE

-
- SEE SHEET a-13.1
DENOTES OPENING TYPE

DENOTES ACCESSIBLE CLEAR
TURNING SPACE

-

DENOTES FIRE EXT. & CABINET
- SEE DETAIL:

-

DENOTES FIRE EXT.-

ACCESSIBLE UNIT-

DENOTES CLEAR FLOOR AREA-

XXX

ACCESSIBLE COMMUNICATION FEATURES-

X

IBC TYPE 'A' UNIT-

ROOM NAME TAG-

RADON VENT PIPE
- SEE SECTION :

-
(02/ A-8.2)

(06/ A-12.1)

SECOND FLR. UNIT MATRIX
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201 3-BED-E 1262 B

202 3-BED-E 1262 B

205 3-BED 1299 B

206 2-BED 1038 B

207 1-BED 690 B

208 3-BED 1299 A X

209 2-BED 1038 B

210 1-BED 690 B

211 1-BED 690 B

217 2-BED 1038 B

218 2-BED 1038 B

219 1-BED 690 B

220 2-BED 1038 B

221 2-BED 1038 B

225 3-BED-E 1262 B

226 3-BED-E 1262 B

THIRD FLR. UNIT MATRIX
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301 3-BED-E 1262 B X

302 3-BED-E 1262 B

305 3-BED 1299 B

306 2-BED 1038 B

307 1-BED 690 B

308 3-BED 1299 B

309 2-BED 1038 B

310 1-BED 690 B X

311 1-BED 690 B

317 2-BED 1038 B

318 2-BED 1038 B

319 1-BED 690 B

320 2-BED 1038 B

321 2-BED 1038 B

325 3-BED-E 1262 B

326 3-BED-E 1262 B

GENERAL FLOOR PLAN NOTES
1) ALL SQUARE FOOTAGES SHOWN ON PLANS ARE FOR BUILDING code COMPLIANCE, CONTRACTOR IS RESPONSIBLE
   FOR ALL QTY AND AREA CALCULATIONS AND TAKEOFFS
2) ALL DIMENSIONS ARE TO CENTER-LINE OF FRAMING OR FACE OF STUD (U.n.o.)
3) SHEAR WALL LOCATIONS SHOWN ON ARCHITECTURAL PLANS ARE F0R REPRESENTATION ONLY, SEE
   STRUCTURAL PLANS FOR FINAL LOCATIONS AND METHODS USED
4) IF WALL TYPE IS NOT INDICATED ON PLAN, WALL SHALL BE "W4" SEE DETAIL: (15/ a-0.3)
5) FOR FLOOR FINISH TRANSITIONS AND FURNITURE LAYOUTS, SEE INTERIOR FINISH PLANS
7) provide blocking in walls for future installation of grab bars in all units  Similar TO ACCESSIBLE UNITS
8) AT IBC Type 'A' units electrical contractor to prep for hardwired door bell at unit entry door
9) exterior sheathing is to lap stud at panel joints typical, see detail:
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SCALE:

Overall Second Floor Plan
1/16" = 1'-0"

01

A-2.1

SCALE:

Overall Third Floor Plan
1/16" = 1'-0"

02

A-2.1

N

plan
19,648 sqft

N true

N

plan
19,648 sqft

N true

for THIRD floor plan
area 'A' see:

for THIRD floor plan
area 'b' see:

for SECOND floor plan
area 'A' see:

for SECOND floor plan
area 'b' see:
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# 401
IBC TYPE 'B'

3 BDRM END-MIR

# 402
IBC TYPE 'B'
3 BDRM END

# 406
IBC TYPE 'B'

2 BDRM

# 408
IBC TYPE 'B'

3 BDRM

# 418
IBC TYPE 'B'

2 BDRM

# 420
IBC TYPE 'A'

2 BDRM

# 405
IBC TYPE 'B'

3 BDRM

# 407
IBC TYPE 'B'

1 BDRM

# 409
IBC TYPE 'B'

2 BDRM

# 417
IBC TYPE 'B'

2 BDRM

# 419
IBC TYPE 'B'

1 BDRM

# 421
IBC TYPE 'B'

2 BDRM

# 425
IBC TYPE 'B'
3 BDRM END

# 426
IBC TYPE 'B'

3 BDRM END-MIR.

# 411
IBC TYPE 'B'

1 BDRM

# 410
IBC TYPE 'B'

1 BDRM

ELEVATOR
(3500 LB)

# 400
CORRIDOR

# 400
CORRIDOR

# 422
STAIR - C

# 412
ELEV. LOBBY

# 412 - A
TRASH

# 412 - C
MECH. RM.

1

1

b B

c C

D

2

2

15

16

a

D

3 5 7 13 17

4 6 8 12

a

11

14

9 16

10 17

# 412 - B
ROOF ACC.

307'-0"

307'-3"
O.F. SHTG TO O.F. SHTG

112" 11 2"

fire partition
see detail:

fire partition
see detail:

dn dn

# 414
STORAGE

radon vent
- coordinate location
  w/ mech -typ.

radon vent
- coordinate location
  w/ mech -typ.
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# 404
STAIR - A

floor plan legend
-X

- SEE SHEET a-0.3 & a-0.4
DENOTES WALL TYPE

-
- SEE SHEET a-13.5
DENOTES WINDOW TYPE

-
- SEE SHEET a-13.1
DENOTES OPENING TYPE

DENOTES ACCESSIBLE CLEAR
TURNING SPACE

-

DENOTES FIRE EXT. & CABINET
- SEE DETAIL:

-

DENOTES FIRE EXT.-

ACCESSIBLE UNIT-

DENOTES CLEAR FLOOR AREA-

XXX

ACCESSIBLE COMMUNICATION FEATURES-

X

IBC TYPE 'A' UNIT-

ROOM NAME TAG-

RADON VENT PIPE
- SEE SECTION :

-
(02/ A-8.2)

(06/ A-12.1)

FOURTH FLR. UNIT MATRIX
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401 3-BED-E 1262 B

402 3-BED-E 1262 B

405 3-BED 1299 B

406 2-BED 1038 B

407 1-BED 690 B

408 3-BED 1299 B

409 2-BED 1038 B

410 1-BED 690 B

411 1-BED 690 B X

417 2-BED 1038 B

418 2-BED 1038 B

419 1-BED 690 B

420 2-BED 1038 A X

421 2-BED 1038 B

425 3-BED-E 1262 B

426 3-BED-E 1262 B

1

1

b B

c C

D

2

2

15

16

a

D

3 5 7 13 17

4 6 8 12

a

11

14

9 16

10 17

SCUPPER ELEV.
+2" MAX TYP.

ROOF HATCH
- 30"X54"
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- see detail:
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- see detail:
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- see detail:
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- see detail:

4'
-0

"

6'
-0

"

4'
-0

"

2'-0"

2'-0"

4'
-0

"

6'
-0

"

6'
-0

"

4'
-0

"

2'-0"

2'-0"

GENERAL FLOOR PLAN NOTES
1) ALL SQUARE FOOTAGES SHOWN ON PLANS ARE FOR BUILDING code COMPLIANCE, CONTRACTOR IS RESPONSIBLE
   FOR ALL QTY AND AREA CALCULATIONS AND TAKEOFFS
2) ALL DIMENSIONS ARE TO CENTER-LINE OF FRAMING OR FACE OF STUD (U.n.o.)
3) SHEAR WALL LOCATIONS SHOWN ON ARCHITECTURAL PLANS ARE F0R REPRESENTATION ONLY, SEE
   STRUCTURAL PLANS FOR FINAL LOCATIONS AND METHODS USED
4) IF WALL TYPE IS NOT INDICATED ON PLAN, WALL SHALL BE "W4" SEE DETAIL: (15/ a-0.3)
5) FOR FLOOR FINISH TRANSITIONS AND FURNITURE LAYOUTS, SEE INTERIOR FINISH PLANS
7) provide blocking in walls for future installation of grab bars in all units  Similar TO ACCESSIBLE UNITS
8) AT IBC Type 'A' units electrical contractor to prep for hardwired door bell at unit entry door
9) exterior sheathing is to lap stud at panel joints typical, see detail:

1. typ. roof slope: 1/4" per foot
2. Hatched areas represent cricket drainage: 1/4" per foot
3. ALL OVERFLOW SCUPPERS TO BE INSTALLED 2" ABOVE ROOF DRAIN ELEVATIONS
4. PROVIDE (1) ELECTRICAL OUTLET AND (1) SWITCH AT 6"∅ RADON VENT FOR FUTURE IN-LINE EXHAUST FAN - TYP
   - locate above corridor acoustical ceiling
5. all radon mitigation pipe and rain leader locations to be coordinated w/ mechanical contractor

GENERAL roof NOTES

A-2.2

OVERALL FLOOR PLANS
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TRUSS BEARING
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TOP OF 2ND FLR DECK

120' - 11 7/8"

TOP OF CONC. SLAB
AT COLUMN LINE

100'-0"

TOP OF PRECAST PLANK

111'-0"

12" horizontal
accent band
typical

1620

17 16 15 13 11 9 7 5 3 2 1

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B
C

8'x5' pre-fab
alum. balconies

6" trim bd.
typ.

6" parapet
cap typ.

B

D

D

D

D

D

D

D

TOP OF 4TH FLR DECK

140'-11 5/8"

D

D

D

D

D

D

D

D

C

CC

C C

CC

30" projection at parapet
w/ 4" W x 24" D x 28" H
craftsman bracket

12" projection
at parapet

6" parapet cap
typical

6" vertical trim
board typical

4" masonry veneer
embossed features

6" masonry veneer
typical

12" cmu veneer to similate
projection

12" cmu veneer to similate
projection

LP-3

LP-3

LP-3LP-1 LP-1 LP-1 LP-1 LP-1 LP-2 LP-1 LP-1 LP-1 LP-1 LP-1 LP-1

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2 LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

TRUSS BEARING

149'-0 3/4"

TOP OF 3RD FLR DECK

130'-11 3/4"

TOP OF 2ND FLR DECK

120' - 11 7/8"

TOP OF CONC. SLAB
AT COLUMN LINE

100'-0"

TOP OF 4TH FLR DECK

140'-11 5/8"

TOP OF PRECAST PLANK

111'-0"

D C B A

B

B

B

B

B

B

B

B

B

B

B

B BB

LP-3LP-1 LP-1

LP-2

LP-2

LP-2

TRUSS BEARING

149'-0 3/4"

TOP OF 3RD FLR DECK

130'-11 3/4"

TOP OF 2ND FLR DECK

120' - 11 7/8"

TOP OF CONC. SLAB
AT COLUMN LINE

100'-0"

TOP OF 4TH FLR DECK

140'-11 5/8"

TOP OF PRECAST PLANK

111'-0"

a b c d

B

B

B

B

B

B

B

B

B

B

B

B

B

B BB

LP-3LP-1 LP-1

LP-2

LP-2

LP-2

TRUSS BEARING

149'-0 3/4"

TOP OF 3RD FLR DECK

130'-11 3/4"

TOP OF 2ND FLR DECK

120' - 11 7/8"

TOP OF CONC. SLAB
AT COLUMN LINE

100'-0"

MV-#

TOP OF 4TH FLR DECK

140'-11 5/8"

TOP OF PRECAST PLANK

111'-0"

4/12 standing seam
roof

1 2 4 6 8 10 12 14 16 17

D

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

A

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

B

lap siding

8'x5' pre-fab
alum. balconies

D

D

D

D

D

D

D
B

B B

A B

B

1620

DD DD

LP-2

LP-1 LP-1 LP-3 LP-3LP-1 LP-1 LP-1 LP-1 LP-1 LP-1

LP-2

LP-2 LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

LP-2

exterior finish legend

general notes:
1. for EXTERIOR finish details see sheets A-11.2 & A-11.3
2. pre-finished metal flashing cap colors are to match
   adjacent materials
3. trim board colors are to match adjacent materials
4. Coordinate all misc. flashing colors w/ project architect
5. brick control joints to be placed 24" in from outside corners
   typ. u.n.o.
6. control joints at penetrations to be cut flush with edge
   of opening. If an aesthetic headstone, row lock, or sill block
   is present, cut flush with edge of aesthetic feature - typ.
7. Mechanical vent covers to match adjacent color

- lap siding #1

- lap siding #2

- SIMULATED CUT SHINGLES

- MASONRY VENEER TYPE 1 (6" CMU COLOR #01)

- MASONRY VENEER TYPE 2 (6" CMU COLOR #02)

- Masonry VeNEER Type 3 (face brick)

- MASONRY VENEER TYPE 4 (12" cmu block)

- masonry veneer type 5 (stone cap w/ drip)

- Masonry veneer type 6 (4" cmu half block)
  + surround at entry doors
- PRE-FINISHED METAL FLASHING CAP

- PRE-FINISHED METAL FASCIA

- membrane roofing - sloped
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MV-1

MV-3

M-1

M-2

LP-3

MV-2

MV-4

MV-5

MV-6

R-1

A-3.1

EXTERIOR ELEVATIONS
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